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DRAWING NOTES: (APPLICABLE TO THIS DRAWING ONLY)

1. EXISTING SHOWN WITH LIGHT WEIGHT LINE,
2. DEMOLITION SHOWN WITH HEAVY WEIGHT, DASHED LINE,
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SPECIAL NOTES: (APPLICABLE TO THIS SHEET ONLY)

@ REMOVE AND REINSTALL CCTV CAMERA AS DIRECTED BY THE VA.

RELOCATE EXISTING DISCONNECTS FOR COMBI STEAMERS TO NEW LOCATION
AS INDICATED ON DRAWING ES-401.
NECESSARY.

REMOVE CONDUCTORS FROM CONDUILTUETUB—UP TO TRAY LINE. CUT

EXTEND WIRING AND CONDUIT AS

DISCONNECT POWER AND NETWORK CONNECTIONS FROM PNEUMATIC TUBE
SYSTEM CONTROL STATION. EXTEND EXISTING WIRING AND CONDUIT TO NEW
LOCATION IN ADMIN CLOSET E111 (NEW WORK). GENERAL CONTRACTOR
SHALL USE AN APPROVED INSTALLER OR SUB-CONTRACTOR FROM THE
MANUFACTURER TO PERFORM THE WORK OF RELOCATING THE PNEUMATIC
TUBE CONTROL SYSTEM.

DISCONNECT POWER AND NETWORK CONNECTIONS FROM HIRSH M-8 PANEL.
EXTEND EXISTING WIRING AND CONDUIT TO NEW LOCATION IN ADMIN CLOSET
E111 (NEW WORK%. GENERAL CONTRACTOR SHALL USE AN APPROVED
INSTALLER OR SUB—CONTRACTOR FROM THE MANUFACTURER TO PERFORM
THE WORK OF RELOCATING THE HIRSH M-8 PANEL.
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